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@ EXISTING PANELBOARD ‘A" SCHEDULE

1207208V, 39, 4W, SN, GND BUS, SURFACE MOUNTED, 42 POLES
400A M.C.B., 65K AIC, AND 125A/3P SUB-FEED CIRCUIT BREAKER

LOAD (AMP)  \rel BkR. kTl PHASE okt RMWRd  LOAD (AP
LOAD SERVED T T Clole| TR PO N o] M [POLE TR e T 5 T ¢ LOAD SERVED
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= B CT_CAB. REAR STORAGE @ ST NOTES: * DENOTES EXISTING CIRCUIT BREAKER
B-20 | 9@ E@ u — — | LoBsY o6 —=— I (1) REPLACE EXISTING BREAKERS WITH NEW SIZE BREAKERS IN THE EXISTING PANEL AS SHOWN ON THIS SCHEDULE [R REPLACE WHOLE
A N i i 4 = =\ (-0 T sLecTRICAL oo B-194 PANEL AND RECONNECT TO EXISTING FEEDER AND BRANCH CIRCUITS THAT ARE TO REMAIN. PROVIDE NEW FEEDER IF EXISTING DOES NOT
ﬁ ROOM o PR REACH LUGS OF NEW PANEL.
- o= ] B 18 E
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(% ROO . i v @ EXISTING PANELBOARD “B” SCHEDULE
® loce] [sl1]= 120/208V, 39, 4V, SN, GND BUS, SURFACE MOUNTED, 42 POLES,
B-20 B-21 L XR XR 200A M.C.B., SQUARE-D QO LOAD CENTER
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i i 60A /S (1) REPLACE EXISTING BREAKERS WITH NEW SIZE BREAKERS IN THE EXISTING PANEL AS SHOWN ON THIS SCHEDULE [R REPLACE WHOLE
Pa-10 B ® PANEL AND RECONNECT TO EXISTING FEEDER AND BRANCH CIRCUITS THAT ARE TO REMAIN. PROVIDE NEW FEEDER IF EXISTING DOES NOT
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Vo § == S i— ——=135 @@
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SCALE: 1/4" = =0

PLAN REFERENCE NOTES

1. RELOCATED EXISTING FACP TO NEW LOCATION SHOWN. MATCH AND EXTEND ALL WIRING AS REQUIRED
TO NEW LOCATION., PROVIDE ANY ADDITIONAL HARDWARE AND BATTERY CAPACITY AS REQUIRED FOR ALL
EXISTING AND ADDITIONAL DEVICES TO FUNCTION AS A SYSTEM.

EXISTING FACP TO BE TESTED AND MODIFIED TO PROVIDE A FULLY OPERATIONAL/COMPLIANT FIRE ALARM
SYSTEM. THE EXISTING SYSTEM SHALL BE CONNECTED TO THE MEDICAL CENTER’'S AUTOMATED ALARM
NOTIFICATION SYSTEM. COORDINATION AND CONNECTION TO EXISTING SYSTEM SHALL BE PERFORMED

BY BETA SYSTEMS OF VIRGINIA.

2. RELOCATE EXISTING SECURITY KEYPAD TO NEW LOCATION SHOWN. MATCH AND EXTEND ALL WIRING
AS REQUIRED TO NEW LOCATION. ALL OTHER WORK ASSOCIATED WITH SECURITY SYSTEM BY OWNER.
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